Wiring of K Series DOL starter with 240V coil

If a remote stop(s) required they may be placed (in series) in the link between the neutral block and A1.
If remote stop(s) required they can be placed (in series) in the link between L1 and A1.

Wiring of K Series DOL starter with 415V coil